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NOTES

Managers office.

fittings.

area on the floor.

1. Zoneworks Server typically located in Building

2. Each HIVE Controller supports up to 1000 emergency

3. HIVE Controllers to be located in the Core/House

4. The first HIVE Controller should be located on the

same level as the Building Managers Office.

5. Subsequent HIVE Controllers in the Core Area
centrally on the next group of floors

6. Each HIVE Controller requires a GPO and a network
connection to the Zoneworks Server. This can be
dedicated or on a shared network such as an ICN.

7. Emergency light fittings are to be wired in
accordance with AS2293, there are no additional wiring
requirements for Zoneworks XT HIVE

Typical Floor with Emergency Lighting

Typical Floor with Emergency Lighting

Typical Floor with Emergency Lighting

Typical Floor with Emergency Lighting
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